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PROJECT REFERENCE NO. SHEET NO.

UTILITY DESIGN ENGINEER

UC-04

PROP. 1 EA RELOCATE FIRE HYDRANT

PROP. 1 EA 6" VALVE

PROP. 1 EA 6" VALVE

Y1 STA 20+27.39 LT 19.3’

WL-1 STA 0+00.00

INSTALL PLUG

BEGIN WATER LINE

L STA 38+92.66 RT 45.4’

Y1 STA 21+60.56 LT 19.3’

WL-1 STA 1+32.48

BEGIN ENCASEMENT PIPE

L STA 38+50.25 LT 45.1’

Y1 STA 22+60.56 LT 19.3’

WL-1 STA 2+32.48

END ENCASEMENT PIPE

Y1 STA 23+43.07 LT 19.3’

WL-1 STA 3+15.00

WITH 6" VALVE

TIE-IN TO EXISTING

END WATER LINE

PROP. 1 EA 4" VALVE
L STA 39+48.31 RT 71.5’

Y1 STA 21+13.86 RT 23.7’

SL-1 STA 0+00.00

TIE-IN TO EXISTING

BEGIN SEWER LINE

L STA 39+46.52 RT 66.8’

Y1 STA 21+18.86 RT 23.7’

SL-1 STA 0+05.00

PROP. 45° BEND

L STA 39+39.78 RT 63.9’

Y1 STA 21+24.27 RT 18.3’

SL-1 STA 0+12.65

PROP. 45° BEND

L STA 39+32.65 RT 46.0’

Y1 STA 21+43.60 RT 18.3’

SL-1 STA 0+31.98

BEGIN ENCASEMENT PIPE

L STA 38+92.88 LT 45.7’

Y1 STA 22+43.60 RT 18.3’

SL-1 STA 1+31.98

END ENCASEMENT PIPE

Y1 STA 22+84.75 RT 18.3’

SL-1 STA 1+73.13

WITH PROP. VALVE

TIE-IN TO EXISTING

END SEWER LINE

ABANDON 203 LF 6" UTILITY PIPE

PROP. 100 LF 14" ENCASEMENT PIPE

PROP. 315 LF 6" WATER LINE

PHONE: 910-521-2458

CONTACT: GARRY HARRIS

UTILITY: 4" FORCE MAIN

2. TOWN OF PEMBROKE

    PHONE: 910-671-3485

    CONTACT: AL GRIMSLEY

    UTILITY: 6" WATER LINE

1. ROBESON COUNTY

UTILITY OWNERS ON THIS SHEET:
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65°

*

* LONG : -79°10’56.4"

LAT : 34°41’18.6"

LOCATION : PEMBROKE, NC

40.0’50.0’50.0’

SR 1563     UNION CHAPEL RD    24’ BST

71.0’

110.0’

86.0’

P-4900A

ABANDON 171 LF 4" UTILITY PIPE

PROP. 100 LF 10" ENCASEMENT PIPE

PROP. 173 LF 4" FORCE MAIN SEWER

PROJECT SPECIFIC NOTES NUMBER 6 & 7.
FOR 4" FORCE MAIN TIE-IN AND OPERATIONS, REFER TO SHEET UC-3, 4.
PROPOSED ENCASEMENT PIPE SHALL BE GRADE B STEEL.
PROPOSED WATER LINE AND FORCE MAIN SHALL BE PVC C900 DR 18. 3.
WITH CSXT’S DESIGN & CONSTRUCTION STANDARD SPECIFICATIONS. 
ALL WORK ALONG UNION CHAPEL ROAD SHALL BE PERFORMED IN ACCORDANCE2.
WITH CSXT’S DESIGN & CONSTRUCTION STANDARD SPECIFICATIONS.
THE EXISTING UTILITY LINES TO BE ABANDONED SHALL BE IN ACCORDANCE1.
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P-4900B AND SHOWN ONLY FOR REFERENCE
ROADWAY CONSTRUCTION IS DONE BY 
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